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P5A1G92-STDBOR a

GRAY IRON STEP

   Top Of Step To Be Non-Skid

Surface (Rough Diamond Design)
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Raised  1/8 " Above Metal Elevations Shown.

Lettering on covers shall denote STORM SEWER or SANITARY

SEWER as applicable.
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Bottom ribs may be deleted from manhole cover castings.

Shop Drawings shall be submitted if details and dimensions vary.

 PREPARED 7-1-99
The  1/8 " raised lugs are a skid resistant measure. Alternative

measures will require approval  by the Engineer.

STORM

SEWER

23 3/4 "

19 1/2 " DIA.

20 1/4 " DIA.

1 3/16 " 1 3/4 "
1"

COVER SECTION

1"

1"

21  1/2 "

25  3/4 "

33  13/16 "

9"
 1/2 "

SECTION

BOTTOM VIEW
OFCOVER PLAN

ALTERNATE MANHOLE COVER

ALTERNATE MANHOLE FRAME

CORROSION RESISTANT RUBBER MANHOLE STEPS

REINFORCED PLASTIC AND REINFORCED -

Grade 40 or 60, 
Deformed Bar.
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